SUPPLEMENTARY INSTRUCTIONS 1B-60017

) Series P-60000 POWL-VAC®

VACUUM CIRCUIT BREAKERS
> J Models 15PV1300-8 & -9, 15PV1300-F & -G and
1200A, 2000A and 3000A

CAUTION
THIS INSTRUCTION BOOK IS INCOMPLETE BY ITSELF. IT IS A SUPPLEMENT TO
IB-60010 AND MUST BE USED TOGETHER WITH 1B-60010. THIS INSTRUCTION BOOK
CONTAINS ONLY INFORMATION THAT IS SPECIFIC TO POWLVAC® CIRCUIT BREAKERS
EQUIPPED WITH WESTINGHOUSE VACUUM INTERRUPTERS TYPE 35315.
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